STATE OF NEW MEXICO

\ A0 D

SCIENTIFIC LABORATORY DIVISION

P.O Box 4700
Albuquerque, NM 87196-4700

700 Camino de Salud, NE
(505) 841-2500

DEPARTMENT OF HEALTH

Laboratory Comments:

1

H - Result equals or exceeds EPA MCL for this analyte

WATER CHEMISTRY SECTION (505)-841-2555
‘1““
SAMPLE COLLECTION DATE: 7/23/2G02 TIME: 14:00 LY. BACA SLD No.: [WC- 200202566
SAMPLING LOCATION: WELL )1 HEQUEST 1D No.:| 2338001
SAMPLE MATRIX: ww RECEIVED AT SL.D: 7/24/2002
USER: 63000
; " e . C
This Capy of Report for:: R EC EIVE 0 SUBMITTER: 999
cMV Cl ] WSS #: 0
c/o Arnold Baca ; DISTRIBU HON TO:
P.O. Box 1622 CMV Ciqu)
Los Lunas, NM 87031 CMV 115
Woiler Chiemistry Section - File Copy
ANALYTICAL RESULTS
. . Analysis Minimum  Dilution Sample Data
Analyte Result Units Date Method Levei Factor  Det. Limit Analyst Qualltier
Nitrate + Nitrite 74. mG/L 8/1/2002 353.2 1 1. .1 Vince Speshack H
TKN 1.67 mG/L 7/30/2002 351.2 A 1. A

Arnold Bentz

Reviewed by Chris Dean
dupuvison, Walen, Chumishy ncin,

Date Printed: 15-Aug-02

Data Qualifier Codes and Definitianz
A - Insutlicient sample 10 analyze or verily results
D - Spike recovery <B0% or »120% ’

F - Matrix interference suspected

G - Incansistent resulls, clata un

| - Daily control value <80% ar >120% of 3¢+
! B - lon balance critenin axceadoc

usable, suggest re-sampling
H - Result equals or exceads EPA MCL fur thig analyle

el value

J - Estimated quantity only
K - Sample rejecled

L - Sample voided at laboratory

M - Result equals 50% or more of EPA MCL
N - External control value <60% or >120%
V - Barnple holding time exceedad al laburalory

ol theoretical value

W - Sampie subrmated past holding time

Printed 8/15/2002

- - ~SkD-Accession No.-F200202566
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I =32TATEOF NEW MEXICO

DEPARTMENT OF HEALTI
SCIENTIFIC LABORATORY DIVISION

P.O Box 4700

700 Camino de Saiud, NE %
Albuguerque, NM 87196.4700 (505) 841-2500
WATER CHEMISTRY SECTION (505)-841-2558
SAMPLE COLLECTION DATE: 7/23/2002 TIME: 14:10 BY: SLD No.: WC-. 200202567
SAMPLING LOCATION: WEL( 12 AEQUEST 10 No.s] 2337908
SAMPLE MATRIX: wv/ REC Ei oo RECEIVED AT sLp; 7/24/2002
LR L USER:| 63000
This Capy of Report for:: : SUBMITTER: 999
CMV Ci o - . WSS 4: 0
c/o Arnold Baca DISTRIBUTION To:
P.O. Box 1622 CMV CI qu
Los Lunas, NM 87031 CMV CI (5,

Waler Chemistry Section - File Copy

ANALYTICAL RESULTS
. Analysis Minimum Ditution Sample Data
Analyte Result Units Date Method Level Factor  pel, Limit Analyst Qualifier
Nitrate + Nitrite 14, mo/L 8/1/2002 353.2 A 1. .1 Vince Speshock H
TKN 0.812 maJL 7/30/2002 351.2 .1 1. A Arnold Bentz

Laboratom Comments:
H - Result equals or exceeds EPA MCL for this analyte

Reviewed by Chris Deanﬁ/
A’)“PW’M, Waler C’Iumfn,b uclion,

Date Printeqd: 15-Aug-02
Data Qualifier Codes and Definitiong
A - Insufficient sampl

@ to analyze or verily results

J - Estimaled quantily only
D - Spike fecovery <B0% or >120%, : K - Sample rejectud
F ~ Matrix interference sy spected L - Sample voided at laboralory
G -~ Inconsisten) results, data unusable, suggest re-sampling

H - Resull equals or exceeds EPA MCL for this ana|
I - Daily control vaiue <80% or >120% of Ihec
! B - lon balance Crilena exceedead

M - Result equais 509, or more of EPA MCL
N - Exlornal control value <80% or 120y, of the

V - Sample holding time exceeded at
W - Sample subinitled past holding 1i

orelical valug
“elical valug

laboralory
me

Printed 8/15/2002




TR A AT WY WVIRAILO) DEPARTMENT OF HEALTH
- S(  NTIFIC LABORATORY DIVISION
P.O Hax 4700 700 Camino de Salud, NE
Albuquerque, NM 87196-4700 (505) 841-2500
WATER CHEMISTRY SECTION (505)-841-2555
SAMPLE COLLECTION DATE: 7/23/2002 TIME: 14:20 BY: BACA SLD No.: {WC-'200202566 -
SAMPLING LOCATION: WELL3 REQUEST i) No.: 2337997
SAMPLE MATRIX: ww RECEIVED AT SLD:} 7/24/2002
VR USER: 63000
o
This Copy of Repari for:: R E g eV b SUBMITTER: 999
CMV CI WSS #: 0
c/o Arnold Baca - DISTRIBUTION T0:
P.O. Box 1622 CMV CI {u)
Los Lunas, NM 87031 : CMV Ci {3}
Water Cherrustry Section - File Copy
ANALYTICAL RESULTS
. Analysis Minimum  Dilution Sample Data
Analyte Result Units Date Method Level Factor  Del. Linut Analyst Quaiitier
Nitrate + Nitrite 110. mevL 8/1/2002 353.2 1 1. R Vince Speshock H
TKN 2.49 ma/t 7/30/2002 351.2 A1 1. 1 Arnold Bentz
Laboratory Comments:
H - Result equals or exceeds EPA MCL for this analyte
Reviewed by Chris Dean @/
. 3 .
xbufwwm, Waler Uuﬂw.bu, beclisn
Date Printed: 15-Aug-02
Data Qualifier Codes and Definitions
A - Insutficient sample lo analyze or verify rosulis dJ - Eslimated quantily only
D - Spike recovery <80% or »1209%, K - Sample rejectec
F - Malrix interference suspecled L - Sample voided at laboratory
G - Inconsistent results, dala unusable, suggest re-sampling M - Result equals 50% or more of EPA MCL
H - Result aquals or axceads EPA MCL lor this analyta N - External control valye <B0% or >120% of theoretical vaiue
|« Daily contral value <80%, or »120% of theoratical value V - Sumple holding tiine exceeded at laboratory
! B ~ [on balance crileria exceedod W - Sample subiratiog past holding nme
Printed 8/15/2002

Page 1 of 1

SLD Accession No.-F200202568- - - ~ - — - -




7, STATE OF NEW MEXICO

| 1%

P.0 Box 4700

SCIENTIFIC LABORATORY DIVISION

Albuquerque, NM 87196-4700
WATER CHEMISTRY SECTION (505)-841-2555

DEPARTMENT OF HEALTH

700 Camino de Salud, NE
(505) 841-2500

SAMPLE COLLECTION DATE: 7/23/2002 TIME: 14:00 BY: BACA SLD No.: 3
SAMPLING LOCATION: WELL#1 REQUEST ID No.:] 2338000
SAMPLE MATRIX: ww RECEIVED AT SLD: 7/24/2002
USER: 83000
This Copy of Report for:: SUBMITTER: 999
CMV CI WSS #: 0
¢/o Arnold Baca DISTRIBUTION TO:
P.O. Box 1622 CMV CI {U}
Los Lunas, NM 87031 CMV Ci {8}
Water Chemistry Section - File Copy
ANALYTICAL RESULTS
. Analysis Minimum Dilution Sample Data
Analyte Result Units Date Method Level Factor  Det, Limit Analyst Qualifier
Chloride mGL 8/2/2002 300. 10. 1. 10, Vince Speshock
TDS maJL 7/30/2002 160.1 10. 1. 10. Roberta Hine
Laboratory Comments:
Reviewed by Chris Dean
bupmum, Woler C”wmhlﬁy Declion
Date Printed: 28-Aug-02
Data Qualifier Codes and Definitions
A - Insufficient sample to analyze or verify results - H - Result equals or exceeds EPA MCL for this analyte
B - Sample holding time exceeded at laboratory | - Spike recovery <80% or >120%
C - Sample submitted past holding time J - Estimated quantity only
D - Inconsistent results, data unusable, suggest re-sampling K - Sample rejected
E - Matrix interference suspected L - Sample voided at laboratory
F - lon balance criteria exceeded M - Daily control value <80% or >120% of theoretical value
G - Result equals 50% or more of EPA MCL N - External control value <80% or >120% of theoretical value
"Q
=0
Printed 8/28/2002 Page 1 of 1 SLD Accession No.-F200202569
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,/,’;’rATE OF NEW MEXICO DEPARTMENT OF HEALTH
SCIENTIFIC LABORATORY DIVISION

P.O Box 4700 700 Camino de Salud, NE
Albuquerque, NM 87196-4700 (505) 841-2500

WATER CHEMISTRY SECTION (505)-841-2555

SAMPLE COLLECTION DATE: 7/23/2002 TIME: 14:20 BY: BACA SLD No.:
SAMPLING LOCATION: WELL#3 REQUEST ID No.:] 2337996
SAMPLE MATRIX: ww RECEIVED AT SLD:} 7/24/2002
USER:] 63000
This Copy of Report for:: SUBMITTER: 999
CMV Ci WSS #: 0
c/o Arnold Baca DISTRIBUTION TO:
P.O. Box 1622 CMV Ci {S}
Los Lunas, NM 87031 W ater Chemistry Section - File Copy

ANALYTICAL RESULTS

. Analysis Minimum Dilution Sample Data
Analyte Result Units Date Method Level Factor  Det, Limit Analyst Quallfier
Chloride mG/L 8/2/2002 300. 10. 1. 10. Vince Speshock
TDS mG/L 7/30/2002 160.1 10. 1. 10. Roberta Hine

Laboratory Comments:
Reviewed by Chris Dean D/

bupwwison, Walo, Chamishy, Suon,

Date Printed: 28-Aug-02

Data Qualifier Codes and Definitions

A - Insufficient sample to analyze or verify results ] H - Result equals or excesds EPA MCL for this analyte

B - Sample holding time exceeded at Ilaboratory I - Spike recovery <B0% or >120%

C - Sample submitted past holding time J - Estimated quantity only

D - Inconsistent resuits, data unusable, suggest re-sampling K - Sample rejected

E - Matrix interference suspected L - Sample voided at {aboratory

F - lon balance criteria exceeded M - Daily control value <80% or >120% of theoretical value

G - Result equals 50% or more of EPA MGL N - External control value <80% or >120% of theoretical value

Printed 8/28/2002 Page 1 of 1 SLD Accession No.-F200202571
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NJ salr
)ﬁﬁTE OF NEW MEXICO ‘ DEPARTMENT OF HEALTH
' ' SCIENTIFIC LABORATORY DIVISION
P.O Box 4700 700 Camino de Salud, NE
Albuquerque, NM 87196-4700 (505) 841-2500
WATER CHEMISTRY SECTION (505)-841-2555

SLD No.: |

SAMPLE COLLECTION DATE: 7/23/2002 TIME: 14:10 BY: BACA :
SAMPLING LOCATION: WELL#2 REQUEST ID No.:] 2337999
SAMPLE MATRIX: ww RECEIVED AT SLD:| 7/24/2002
USER: 63000
This Copy of Report for: SUBMITTER: 999
CMV Ci WSS #: 0
c/o Arnold Baca DISTRIBUTION TO:
P.C. Boc 1622 CMV Ci {8}

Los Lunas, NM 87031

Water Chemistry Section - File Copy

ANALYTICAL RESULTS

" Analysis Minimum Dilution Sample Data
Analyte Result Units Date Method Level  Factor Det. Limit Analyst Qualfier
Chioride ma/L 8/2/2002 300, 10. 1. 10. Vince Speshock
DS mGe/L 7/30/2002 160.1 10. 1. 10. Roberta Hine

Laboratory Comments:

Reviewed by Chris Dean @/
Mmﬂm, Wolin (J”MMA, Suclion,

Date Printed: 28-Aug-02

Data Qualifier Codes and Definitions

A - Insufficient sample to analyze or verify results

B - Sample holding time exceeded at laboratory

C - Sample submitted past helding time

D - Inconsistent results, data unusable, suggest re-sampling
E - Matrix interference suspected

F - lon balance criteria exceeded

G - Result equals 50% or more of EPA MCL

H - Result equals or exceeds EPA MCL for this analyte
I - Spike recovery <B0% or >120%

J - Estimated quantity only

K - Sample rejected

L - Sample voided at laboratory

M - Daily control value <80% or >120% of theoretical value
N - External control value <80% or >120% of theoretical vajue

Printed 8/28/2002

SLD Accession No.-F200202570

Page 1 of 1




